REQUEST FOR PROPOSALS
Village of VARIABLE FREQUENCY DRIVE REPLACEMENT

Swe go ADDENDUM NO. 1

July 17, 2023

. IMPORTANT INSTRUCTIONS TO BIDDERS

This addendum must be read, signed and dated by the firm and included with the documents
submitted by the firm on or before proposal closing date and time. Failure to include this
addendum with the documents may result rejection of proposal.

. ATTACHMENTS TO THIS ADDENDUM:

a. Exhibit A

. CHANGES/CORRECTIONS/ADDITIONS/DELETIONS:

a. Exhibit A was inadvertently not included in the original bid package.

. QUESTIONS:
a. N/A

. CLARIFICATIONS:

a. N/A

. ACKNOWLEDGMENT

The firm acknowledges receipt of this Addendum and understands its content to the Request
for Proposal Documents.

SIGNATURE AND DATE

Authorized Signature Date

l|Page



Item Unit Controls Brand Drives Model S/N Voltage Phase HZ HP KW Amps
1 JAHU 1 [Supply Fan|Johnson Controls|Bypass|AYK550-UH-031A-4+K465 2162605758 480 3 60 |20 15 31
2 |AHU 1 |Return Fan|Danfoss Bypass|VLT6008GTACN1STR3DLFOOAOOCO C/N: 17E7285 034425H247 | 380-460 3 |50/60|7.5|5.5|12.2-10.6
3 |AHU 2 |Supply Fan|York Bypass|AYK550-UH-08A8-4+K465 207281122 | 380-480 3 148-63] 5 8.8
4 |AHU 2 |Return Fan|Danfoss Bypass|T/C: VLT6003GT4CN1STR3DLFOOAOOCO C/N:175Z728] '007425H237 | 380-460 3 |50/60| 2 [1.5| 3.8-3.4
5 |AHU 3 |Supply Fan|Johnson Controls|Bypass|AYK550-UH-023A-4+K465 2160303223 | 380-480 3 [48-63]16] 11 23
6 |AHU 3 |Return Fan|Danfoss Bypass|VLT6008GT4CN1STR3DLFOOAOOCA 031925H227 | 380-460 3 |50/60|7.5|5.5|12.2-10.6
7 |AHU 4 |Supply Fan|York Bypass|AYK550-UH-023A-4+K465 2072802415 | 380-480 3 148-63] 15 23
8 |AHU 4 |Return Fan|Danfoss Bypass|T/C: VLT6004GT4CN1STR3DLFOOAOOCO C/N: 17527282 '014325H237 | 380-460 3 |50/60| 3 5.3-4.8
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